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DESCRIPTION
POWER AND COMMUNICATION LEGEND

ABBREVIATIONS:

SYMBOL
NEW DUPLEX OUTLET, 16" A.F.F.

ABOVE FINISH FLOOR(A.F.F)
ABOVE COUNTER(AC)

EXISTING DUPLEX, 16" A.F.F.

N

E

DEDICATED OUTLET(D)

HATCHED AREA DENOTES NOT INCLUDED
IN CONTRACT, OUSIDE OF SCOPE OF WORK
AND TO REMAIN UNCHANGED.

N NEW QUAD OUTLET, 16" A.F.F. & 40" A.F.F., U.N.O.

N NEW VOICE / DATA OUTLET, 16 A.F.F.

E EXISTING VOICE / DATA OUTLET

N

S

EW

ROOM
NAME

000
DENOTES ROOM NAME AND NUMBER

HATCHED AREA DENOTES NOT
INCLUDED IN CONTRACT,
OUTSIDE OF SCOPE OF WORK

ARCHITECTURAL LEGEND

EXISTING STRUCTURE/COLUMN TO REMAIN

EXISTING WALL/STRUCTURE/NON-LOAD BEARING

NEW  NON-LOAD BEARING DEMISING WALL PARTITION,
FULL HEIGHT TO UNDERSIDE OF DECK

DEMISING WALL TO REMAIN, U.N.O.
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NOT IN CONTRACTN.I.C. TYPICALTYP.

NEW DUPLEX G.F.I. OUTLET, 40" A.F.F.N

GROUND FAULT INTERUPTORG.F.I.

N NEW FLOOR MOUNTED POWER/DATA/TELEPHONE
PORT AT CONFERENCE ROOM

PLANKEY

SCOPE OF WORK

N NEW TELEPHONE BOARD OVER FIRE RATED
PLYWOOD

FIRE EXTINGUISHER CABINETF.E.C.
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